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Strojirensky zkusebni Gstav, s.p., Brno, Ceska republika
Engineering Test Institute, Public Enterprise, Brno, Czech Republic

OSVEDCENIi O ZKOUSCE
TEST CERTIFICATE

Vyrobek - Product

Typoveé oznaceni / Obchodni
2 oznaceni
& Type designation / Trade mark

Metoda zkousek / Test method

Doplfiujici informace /
Supplementary information

Gisl
S 0-39-00503-13
Vyrobce - Manufacturer HOTJET CZ sr.0.

Pramyslova 966/21

747 23 Bolatice

Tepelné €erpadio typ vzduch/voda, monoblok
air/water heat pump, monobloc

HOTJET 8ASK EVI, HOTJET 80NE EVI

HOTJET 11ASK EVI, HOTJET 11ONE EVI
HOTJET 15ASK EVI, HOTJET 150NE EVI
HOTJET 21ASK EVI, HOTJET 210NE EVI

CSN EN 14511-2:2012, CSN EN 14511-3:2012,

EHPA Testing Regulation version 1.5

Byly méfeny jen zakladni vybrané parametry, nejednéa se o piny
rozsah zkousek! / Only basic selected parameters were

‘ measured, it is not a full range of tests!

k= Podklad pro vydani osvéd&eni —  Protokol &. - Test Report No.: 39-9938/T ze dne - of 2013-08-08
Basis for issuance of Certificate Technicke podklady z firmy HOTJET CZ s.r.o / Technical documents
by HOTJET CZ s.r.o
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Vysledky - Results HOTJET

Sednotiy. /. Units: 8ASK EVI 15ASK EVI 21ASK EVI
y gONEEvI TTASKEVI T1ONEEVI 415oNEEVI 210NE EVI
Poznamka / Footnote (Not tested) (Tested) (Not tested) (Not tested) (Not tested)
: Topny vykon - Heating

2 power kW] 7,6 10,022 9,9 13,2 19

fe= El. efektivni pfikon -

AR EL) Effective power input [kW] 2 2,622 2,61 3,47 5,14

i COP [ 3,8 3,822 3,8 3,8 3,7

(*) Komentar ke zkracenému oznaceni - Comment to abbreviated marking:
LA" vzduch, 7" vstupni teplota (suchy teplomér) in °C, \W" voda, ,35" vystupni teplota v °C - ,A* air, ,7" inlet
* temperature (dry temperature) in °C, ,W* water, ,35" outlet temperature in °C

(Tested) Tento zkusebni vzorek byl zkousen ve zkusebni laboratofi / This test sample was tested at the Testing
Laboratory

k= (Not tested) Tech. udaje tohoto typu byly deklarovany vyrobcem podle specifikace modelové fady a nebyly
g}; odzkoudeny ve zkuSebni laboratofi / The tech. data were declared by the Manufacturer according to the model range
= specifications and were not tested by the Testing Laboratory.

Registrované test centrum / Registered Test Centre
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Vysledky - Results HOTJET

Jednotky / Units: 8ASK EVI 15ASK EVI 21ASK EVI
y 8ONEEvI TASKEVI MONEEVI 150NE EVI 210NE EVI
Poznamka / Footnote (Not tested) (Tested) (Not tested) (Nottested) (Not tested)
Topny vykon - Heating
power (kW] 6,6 8,342 8,3 10,6 16
El. efektivni piikon -
REWSS Effective power input [kW] 2 2,524 2,52 Sy §
COP [-] 33 3,305 3,3 3,2 3,2

(*) Komentar ke zkracenému oznaceni - Comment to abbreviated marking:
LA* vzduch, ,2“ vstupni teplota (suchy teplomér) in °C, ,W* voda, 35" vystupni teplota v °C - ,A" air, ,2" inlet
temperature (dry temperature) in °C, ,W* water, ,35" outlet temperature in °C

(Tested) Tento zkudebni vzorek byl zkou$en ve zkudebni laboratofi / This test sample was tested at the Testing
Laboratory

(Not tested) Tech. tdaje tohoto typu byly deklarovany vyrobcem podle specifikace modelové fady a nebyly

odzkouseny ve zkusebni laboratofi / The tech. data were declared by the Manufacturer according to the model range
specifications and were not tested by the Testing Laboratory.

Strojirensky zku$ebni Gstav, s.p. timto osvédéenim o zkousce potvrzuje, Zze u pfedmétného vyrobku proved| zkousky s vyse
uvedenymi vysledky. Strojirensky zkusebni Ustav, s.p. je akreditovana zku$ebni laborator €. 1045.1.

Strojirensky zkusebni Gstav, s.p., confirms by this test Certificate that the testing of the product in question was performed with
the results as stated above. Strojirensky zkusebni Ustav, s.p., is an accreditted Testing Laboratory 1045.1.

Brno, 2013-08-08

7 /_‘;Z_?( ? (
Ing. Ale!'nderek
feditel pro\{lgéebnictvi

Director for Testing

an Holomek
vedouci zkuSebny tepeinych
a ekologickych zafizeni
Head of Heat and Ecological
Equipment Testing Laboratory
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